GENERAL ITEMS

WATER

1. Fire hydrants shall be three-way breakaway type no less than 5½ inches in size and must be installed in conformance with the City's Public Works Department. A little delay or alignment or delay of any kind caused by improper or inadequate performing the work in accordance with all such applicable Standards and Specifications.

2. All protective measures shall be in place prior to commencement of any site or grading work and All new water services shall be AWWA C901, 1" minimum DR-9 (250 psi) HDPE poly pipe. The City's Public Works Department shall be contacted to approve the placement of the Tree.